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Fritay, Aupust B, 200G

High 1.09
Low 0.93
‘APPLIED DOSE OF 2.2 mg/| of 75% Ortho ]
High 2.4
Low 2.13
Ortho Lab Daily Read (GWLA+C.S.2) 3.38
Ortho C.5.#2 Daily Read 1.31
pH GLWA Incoming C.S.#2 7.51
pH Water Plant Tap 7.41

Free CL2 mg/l (Total CL2 mg/I
Did not fill
GLWA CL2 RES 4 AWM. 0.82 1.04
GLWA CL2 RES 12 P.M. 0.87 1.06 Incoming from Dist CL, Free Residual
CL, Free Residual After Chlorination
WTP Lab CL2 RES 4 A.M. 1.55 1.74 Level Before Filling
Level After Filled
WTP Lab CL2 RES 12 P.M. 1.59 1.81 Total Filled
Calcium Hypochlorite Pellets Used
WTP Basement (CL-17) 4 A.M. 1.56 Calcium Hypochlorite on Hand
Meter at Start of Pump Cycle
WTP Basement (CL-17) 12 P.M. 1.59 Meter at End of Pump Cycle
Water Through Chlorinator
WTP Basement (Grab) 12 P.M. 1.57
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Incoming from Dist CL, Free Residual
CL, Free Residual After Chlorination

Level Before Filling

Level After Filled

Total Filled

Calcium Hypochlorite Pellets Used
Calcium Hypochlorite on Hand
Meter at Start of Pump Cycle
Meter at End of Pump Cycle
Water Through Chlorinator

Chemical Inventory: Orthophophate,Bleach,Calcium Pellets




Total Calcium Pellets{wtp+csr+wsr)
Total Orthophosphate on Site
Total Bleach on Site

Total Sodium Hydroxide

60

1462

2249

1365

Buckets
Gal
Gal
Gal
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Lhmg/ free residund

uPumped for 0.5 hour using a 4mgd pump to determine ClL, free residual

Added 1 Bucket to

chlorinator on Friday, August 26th, 2016, Emptied on xxx
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Cell:
Comment:
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Comment:

Cell:
Comment:

H8
Operations Center:

fill valve open chlorinator off.

H9
Operations Center:
pump on for at least 30 min.

B10
Operations Center:
GLWA + What we add

C10
Operations Center:
GLWA + What we add

H23
Operations Center:

fill valve open chlorinator off.

H24
Operations Center:
pump on for at least 30 min.
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